
Lead in Schools Sample Results - Report
Facility MIDWEST CITY ELEMENTARY

Outlet Code  ResultSample ID  Units

First Draw
 ResultSample ID  Units

30 Second Draw
Sampling Date

I-I-B107A-CF I-I-B107A-CF-F-002 <1.0 µg/L3/3/2022

1-1-A118-CF 1-1-A118-CF-P-001 2.1 µg/L 1-1-A118-CF-F-002 1.5 µg/L3/3/2022

1-1-A118-DW 1-1-A118-DW-P-001 1.0 µg/L 1-1-A118-DW-F-002 2.1 µg/L3/3/2022

1-1-A121-CF 1-1-A121-CF-P-001 <1.0 µg/L 1-1-A121-CF-F-002 <1.0 µg/L3/3/2022

1-1-A121-DW 1-1-A121-DW-P-001 <1.0 µg/L 1-1-A121-DW-F-002 <1.0 µg/L3/3/2022

1-1-A125-CF 1-1-A125-CF-P-001 <1.0 µg/L 1-1-A125-CF-F-002 <1.0 µg/L3/3/2022

1-1-A125-DW 1-1-A125-DW-P-001 <1.0 µg/L 1-1-A125-DW-F-002 <1.0 µg/L3/3/2022

1-1-A126-CF 1-1-A126-CF-P-001 1.4 µg/L 1-1-A126-CF-F-002 <1.0 µg/L3/3/2022

1-1-A126-DW 1-1-A126-DW-P-001 <1.0 µg/L 1-1-A126-DW-F-002 <1.0 µg/L3/3/2022

1-1-A130-CF 1-1-A130-CF-P-001 1.1 µg/L 1-1-A130-CF-F-002 <1.0 µg/L3/3/2022

1-1-A130-DW 1-1-A130-DW-P-001 <1.0 µg/L 1-1-A130-DW-F-002 <1.0 µg/L3/3/2022

1-1-B107-CF 1-1-B107-CF-P-001 <1.0 µg/L 1-1-B107-CF-F-002 <1.0 µg/L3/3/2022

1-1-B116-CF 1-1-B116-CF-P-001 <1.0 µg/L 1-1-B116-CF-F-002 <1.0 µg/L3/3/2022

1-1-B116-DW 1-1-B116-DW-P-001 <1.0 µg/L 1-1-B116-DW-F-002 <1.0 µg/L3/3/2022

1-1-B125-KF 1-1-B125-KF-P-001 <1.0 µg/L 1-1-B125-KF-F-002 <1.0 µg/L3/3/2022

1-1-B130-CF 1-1-B130-CF-P-001 1.2 µg/L 1-1-B130-CF-F-002 <1.0 µg/L3/3/2022

1-1-B130-DW 1-1-B130-DW-P-001 1.0 µg/L 1-1-B130-DW-F-002 <1.0 µg/L3/3/2022

1-1-C109-CF 1-1-C109-CF-P-001 <1.0 µg/L 1-1-C109-CF-F-002 <1.0 µg/L3/3/2022

1-1-C109-DW 1-1-C109-DW-P-001 <1.0 µg/L 1-1-C109-DW-F-002 <1.0 µg/L3/3/2022

1-1-C112-CF 1-1-C112-CF-P-001 1.1 µg/L 1-1-C112-CF-F-002 <1.0 µg/L3/3/2022

1-1-C112-DW 1-1-C112-DW-P-001 <1.0 µg/L 1-1-C112-DW-F-002 <1.0 µg/L3/3/2022

1-1-C113-CF 1-1-C113-CF-P-001 <1.0 µg/L 1-1-C113-CF-F-002 <1.0 µg/L3/3/2022

1-1-C113-DW 1-1-C113-DW-P-001 <1.0 µg/L 1-1-C113-DW-F-002 <1.0 µg/L3/3/2022

1-1-C115-CF 1-1-C115-CF-P-001 <1.0 µg/L 1-1-C115-CF-F-002 <1.0 µg/L3/3/2022

1-1-C115-DW 1-1-C115-DW-P-001 <1.0 µg/L 1-1-C115-DW-F-002 <1.0 µg/L3/3/2022

1-1-C116-CF 1-1-C116-CF-P-001 <1.0 µg/L 1-1-C116-CF-F-002 <1.0 µg/L3/3/2022

1-1-C116-DW 1-1-C116-DW-P-001 <1.0 µg/L 1-1-C116-DW-F-002 <1.0 µg/L3/3/2022

1-1-C119-CF 1-1-C119-CF-P-001 <1.0 µg/L 1-1-C119-CF-F-002 2.1 µg/L3/3/2022
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1-1-C119-DW 1-1-C119-DW-P-001 <1.0 µg/L 1-1-C119-DW-F-002 <1.0 µg/L3/3/2022

1-1-C120-IM 1-1-C120-IM-P-001 <1.0 µg/L 1-1-C120-IM-F-002 <1.0 µg/L3/3/2022

1-1-C120-KF1 1-1-C120-KF1-P-001 2.0 µg/L 1-1-C120-KF1-F-002 <1.0 µg/L3/3/2022

1-1-C120-KF2 1-1-C120-KF2-P-001 <1.0 µg/L 1-1-C120-KF2-F-002 <1.0 µg/L3/3/2022

1-1-D100-CF 1-1-D100-CF-P-001 <1.0 µg/L 1-1-D100-CF-F-002 <1.0 µg/L3/3/2022

1-1-D100-DW 1-1-D100-DW-P-001 <1.0 µg/L 1-1-D100-DW-F-002 <1.0 µg/L3/3/2022

1-1-D103-CF 1-1-D103-CF-P-001 <1.0 µg/L 1-1-D103-CF-F-002 <1.0 µg/L3/3/2022

1-1-D103-DW 1-1-D103-DW-P-001 <1.0 µg/L 1-1-D103-DW-F-002 <1.0 µg/L3/3/2022

1-1-D104-CF 1-1-D104-CF-P-001 <1.0 µg/L 1-1-D104-CF-F-002 <1.0 µg/L3/3/2022

1-1-D104-DW 1-1-D104-DW-P-001 <1.0 µg/L 1-1-D104-DW-F-002 <1.0 µg/L3/3/2022

1-1-D106-CF 1-1-D106-CF-P-001 <1.0 µg/L 1-1-D106-CF-F-002 <1.0 µg/L3/3/2022

1-1-D106-DW 1-1-D106-DW-P-001 <1.0 µg/L 1-1-D106-DW-F-002 <1.0 µg/L3/3/2022

1-1-D107-CF 1-1-D107-CF-P-001 <1.0 µg/L 1-1-D107-CF-F-002 <1.0 µg/L3/3/2022

1-1-D107-DW 1-1-D107-DW-P-001 <1.0 µg/L 1-1-D107-DW-F-002 <1.0 µg/L3/3/2022

1-1-D110-CF 1-1-D110-CF-P-001 <1.0 µg/L 1-1-D110-CF-F-002 <1.0 µg/L3/3/2022

1-1-D110-DW 1-1-D110-DW-P-001 <1.0 µg/L 1-1-D110-DW-F-002 <1.0 µg/L3/3/2022

1-1-E102-CF 1-1-E102-CF-P-001 <1.0 µg/L 1-1-E102-CF-F-002 <1.0 µg/L3/3/2022

1-1-E102-DW 1-1-E102-DW-P-001 <1.0 µg/L 1-1-E102-DW-F-002 <1.0 µg/L3/3/2022

1-1-E104-CF 1-1-E104-CF-P-001 <1.0 µg/L 1-1-E104-CF-F-002 <1.0 µg/L3/3/2022

1-1-E104-DW 1-1-E104-DW-P-001 <1.0 µg/L 1-1-E104-DW-F-002 <1.0 µg/L3/3/2022

1-1-E107-CF 1-1-E107-CF-P-001 <1.0 µg/L 1-1-E107-CF-F-002 <1.0 µg/L3/3/2022

1-1-E107-DW 1-1-E107-DW-P-001 <1.0 µg/L 1-1-E107-DW-F-002 <1.0 µg/L3/3/2022

1-1-E108-CF 1-1-E108-CF-P-001 <1.0 µg/L 1-1-E108-CF-F-002 <1.0 µg/L3/3/2022

1-1-E108-DW 1-1-E108-DW-P-001 <1.0 µg/L 1-1-E108-DW-F-002 <1.0 µg/L3/3/2022

1-1-E111-CF 1-1-E111-CF-P-001 1.1 µg/L 1-1-E111-CF-F-002 <1.0 µg/L3/3/2022

1-1-E111-DW 1-1-E111-DW-P-001 <1.0 µg/L 1-1-E111-DW-F-002 <1.0 µg/L3/3/2022

1-1-E113-CF 1-1-E113-CF-P-001 <1.0 µg/L 1-1-E113-CF-F-002 <1.0 µg/L3/3/2022

1-1-E113-DW 1-1-E113-DW-P-001 <1.0 µg/L 1-1-E113-DW-F-002 <1.0 µg/L3/3/2022

1-1-GYM-WC1 1-1-GYM-WC1-P-001 <1.0 µg/L 1-1-GYM-WC1-F-002 <1.0 µg/L3/3/2022

1-1-GYM-WC2 1-1-GYM-WC2-P-001 <1.0 µg/L 1-1-GYM-WC2-F-002 <1.0 µg/L3/3/2022

1-1-GYM-WC3 1-1-GYM-WC3-P-001 <1.0 µg/L 1-1-GYM-WC3-F-002 <1.0 µg/L3/3/2022

1-1-GYM-WC4 1-1-GYM-WC4-P-001 <1.0 µg/L 1-1-GYM-WC4-F-002 <1.0 µg/L3/3/2022
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1-1-GYM-WC5 1-1-GYM-WC5-P-001 <1.0 µg/L 1-1-GYM-WC5-F-002 <1.0 µg/L3/3/2022

1-1-HALL-WC1 1-1-HALL-WC1-P-001 <1.0 µg/L 1-1-HALL-WC1-F-002 <1.0 µg/L3/3/2022

1-1-HALL-WC2 1-1-HALL-WC2-P-001 <1.0 µg/L 1-1-HALL-WC2-F-002 <1.0 µg/L3/3/2022

1-1-HALL-WC3 1-1-HALL-WC3-P-001 <1.0 µg/L 1-1-HALL-WC3-F-002 <1.0 µg/L3/3/2022

1-1-HALL-WC4 1-1-HALL-WC4-P-001 <1.0 µg/L 1-1-HALL-WC4-F-002 <1.0 µg/L3/3/2022

1-1-NURSE-KF 1-1-NURSE-KF-P-001 <1.0 µg/L 1-1-NURSE-KF-F-002 <1.0 µg/L3/3/2022

1-2-A203-CF1 1-2-A203-CF1-P-001 3.3 µg/L 1-2-A203-CF1-F-002 <1.0 µg/L3/3/2022

1-2-A203-CF2 1-2-A203-CF2-P-001 3.7 µg/L 1-2-A203-CF2-F-002 1.2 µg/L3/3/2022

1-2-A203-CF3 1-2-A203-CF3-P-001 2.9 µg/L 1-2-A203-CF3-F-002 <1.0 µg/L3/3/2022

1-2-A203-DW 1-2-A203-DW-P-001 1.7 µg/L 1-2-A203-DW-F-002 <1.0 µg/L3/3/2022

1-2-A208-CF1 1-2-A208-CF1-P-001 2.3 µg/L 1-2-A208-CF1-F-002 1.8 µg/L3/3/2022

1-2-A208-CF2 1-2-A208-CF2-P-001 1.6 µg/L 1-2-A208-CF2-F-002 1.0 µg/L3/3/2022

1-2-A208-CF3 1-2-A208-CF3-P-001 2.3 µg/L 1-2-A208-CF3-F-002 1.9 µg/L3/3/2022

1-2-A208-DW 1-2-A208-DW-P-001 14.6 µg/L 1-2-A208-DW-F-002 1.2 µg/L3/3/2022

1-2-A209-CF 1-2-A209-CF-P-001 1.3 µg/L 1-2-A209-CF-F-002 <1.0 µg/L3/3/2022

1-2-A209-DW 1-2-A209-DW-P-001 <1.0 µg/L 1-2-A209-DW-F-002 <1.0 µg/L3/3/2022

1-2-A211-CF 1-2-A211-CF-P-001 <1.0 µg/L 1-2-A211-CF-F-002 <1.0 µg/L3/3/2022

1-2-A211-DW 1-2-A211-DW-P-001 <1.0 µg/L 1-2-A211-DW-F-002 <1.0 µg/L3/3/2022

1-2-B204-CF 1-2-B204-CF-P-001 1.5 µg/L 1-2-B204-CF-F-002 <1.0 µg/L3/3/2022

1-2-B204-DW 1-2-B204-DW-P-001 1.2 µg/L 1-2-B204-DW-F-002 <1.0 µg/L3/3/2022

1-2-B206-CF 1-2-B206-CF-P-001 1.9 µg/L 1-2-B206-CF-F-002 <1.0 µg/L3/3/2022

1-2-B206-DW 1-2-B206-DW-P-001 <1.0 µg/L 1-2-B206-DW-F-002 <1.0 µg/L3/3/2022

1-2-B208-CF 1-2-B208-CF-P-001 <1.0 µg/L 1-2-B208-CF-F-002 <1.0 µg/L3/3/2022

1-2-B208-DW 1-2-B208-DW-P-001 <1.0 µg/L 1-2-B208-DW-F-002 <1.0 µg/L3/3/2022

1-2-B209-CF 1-2-B209-CF-P-001 1.8 µg/L 1-2-B209-CF-F-002 <1.0 µg/L3/3/2022

1-2-B209-DW 1-2-B209-DW-P-001 <1.0 µg/L 1-2-B209-DW-F-002 <1.0 µg/L3/3/2022

1-2-C208-CF 1-2-C208-CF-P-001 <1.0 µg/L 1-2-C208-CF-F-002 <1.0 µg/L3/3/2022

1-2-C208-DW 1-2-C208-DW-P-001 <1.0 µg/L 1-2-C208-DW-F-002 <1.0 µg/L3/3/2022

1-2-C211-CF 1-2-C211-CF-P-001 <1.0 µg/L 1-2-C211-CF-F-002 <1.0 µg/L3/3/2022

1-2-C211-DW 1-2-C211-DW-P-001 <1.0 µg/L 1-2-C211-DW-F-002 <1.0 µg/L3/3/2022

1-2-C212-CF 1-2-C212-CF-P-001 <1.0 µg/L 1-2-C212-CF-F-002 <1.0 µg/L3/3/2022

1-2-C212-DW 1-2-C212-DW-P-001 <1.0 µg/L 1-2-C212-DW-F-002 <1.0 µg/L3/3/2022
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1-2-C214-CF 1-2-C214-CF-P-001 <1.0 µg/L 1-2-C214-CF-F-002 <1.0 µg/L3/3/2022

1-2-C214-DW 1-2-C214-DW-P-001 <1.0 µg/L 1-2-C214-DW-F-002 <1.0 µg/L3/3/2022

1-2-C215-CF 1-2-C215-CF-P-001 1.1 µg/L 1-2-C215-CF-F-002 <1.0 µg/L3/3/2022

1-2-C215-DW 1-2-C215-DW-P-001 <1.0 µg/L 1-2-C215-DW-F-002 <1.0 µg/L3/3/2022

1-2-C218-CF 1-2-C218-CF-P-001 1.9 µg/L 1-2-C218-CF-F-002 <1.0 µg/L3/3/2022

1-2-C218-DW 1-2-C218-DW-P-001 2.0 µg/L 1-2-C218-DW-F-002 <1.0 µg/L3/3/2022

1-2-D200-CF 1-2-D200-CF-P-001 1.2 µg/L 1-2-D200-CF-F-002 <1.0 µg/L3/3/2022

1-2-D200-DW 1-2-D200-DW-P-001 1.1 µg/L 1-2-D200-DW-F-002 <1.0 µg/L3/3/2022

1-2-D203-CF 1-2-D203-CF-P-001 1.4 µg/L 1-2-D203-CF-F-002 <1.0 µg/L3/3/2022

1-2-D203-DW 1-2-D203-DW-P-001 2.7 µg/L 1-2-D203-DW-F-002 <1.0 µg/L3/3/2022

1-2-D204-CF 1-2-D204-CF-P-001 1.1 µg/L 1-2-D204-CF-F-002 <1.0 µg/L3/3/2022

1-2-D204-DW 1-2-D204-DW-P-001 <1.0 µg/L 1-2-D204-DW-F-002 <1.0 µg/L3/3/2022

1-2-D206-CF 1-2-D206-CF-P-001 1.0 µg/L 1-2-D206-CF-F-002 <1.0 µg/L3/3/2022

1-2-D206-DW 1-2-D206-DW-P-001 <1.0 µg/L 1-2-D206-DW-F-002 <1.0 µg/L3/3/2022

1-2-D207-CF 1-2-D207-CF-P-001 <1.0 µg/L 1-2-D207-CF-F-002 <1.0 µg/L3/3/2022

1-2-D207-DW 1-2-D207-DW-P-001 <1.0 µg/L 1-2-D207-DW-F-002 <1.0 µg/L3/3/2022

1-2-D210-CF 1-2-D210-CF-P-001 <1.0 µg/L 1-2-D210-CF-F-002 <1.0 µg/L3/3/2022

1-2-D210-DW 1-2-D210-DW-P-001 1.4 µg/L 1-2-D210-DW-F-002 <1.0 µg/L3/3/2022

1-2-D214-IM 1-2-D214-IM-P-001 <1.0 µg/L 1-2-D214-IM-F-002 <1.0 µg/L3/3/2022

1-2-D214-KF 1-2-D214-KF-P-001 <1.0 µg/L 1-2-D214-KF-F-002 <1.0 µg/L3/3/2022

1-2-E200-CF 1-2-E200-CF-P-001 <1.0 µg/L 1-2-E200-CF-F-002 <1.0 µg/L3/3/2022

1-2-E200-DW 1-2-E200-DW-P-001 <1.0 µg/L 1-2-E200-DW-F-002 <1.0 µg/L3/3/2022

1-2-E203-CF 1-2-E203-CF-P-001 1.2 µg/L 1-2-E203-CF-F-002 <1.0 µg/L3/3/2022

1-2-E203-DW 1-2-E203-DW-P-001 <1.0 µg/L 1-2-E203-DW-F-002 <1.0 µg/L3/3/2022

1-2-E205-CF 1-2-E205-CF-P-001 1.0 µg/L 1-2-E205-CF-F-002 <1.0 µg/L3/3/2022

1-2-E205-DW 1-2-E205-DW-P-001 <1.0 µg/L 1-2-E205-DW-F-002 <1.0 µg/L3/3/2022

1-2-E206-CF 1-2-E206-CF-P-001 <1.0 µg/L 1-2-E206-CF-F-002 <1.0 µg/L3/3/2022

1-2-E206-DW 1-2-E206-DW-P-001 <1.0 µg/L 1-2-E206-DW-F-002 <1.0 µg/L3/3/2022

1-2-E208-CF 1-2-E208-CF-P-001 1.3 µg/L 1-2-E208-CF-F-002 <1.0 µg/L3/3/2022

1-2-E208-DW 1-2-E208-DW-P-001 1.4 µg/L 1-2-E208-DW-F-002 <1.0 µg/L3/3/2022

1-2-E211-CF 1-2-E211-CF-P-001 <1.0 µg/L 1-2-E211-CF-F-002 <1.0 µg/L3/3/2022

1-2-E211-DW 1-2-E211-DW-P-001 <1.0 µg/L 1-2-E211-DW-F-002 <1.0 µg/L3/3/2022
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I-I-B107A-DW I-I-B107A-DW-P-001 <1.0 µg/L I-I-B107A-DW-F-002 <1.0 µg/L3/3/2022

I-I-B170A-CF I-I-B170A-CF-P-001 <1.0 µg/L3/3/2022

126Total
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